INSTALLATION PROCEDURE FOR VACUUM AND PLASTIC TANKS

1.  Place vacuum pump in location.
2.  Tank should be placed close to vacuum pump.
3.  The exhaust outlet ( below the electrical cabinet) is supplied with a 1-1/2” female pipe fitting to be installed to an outside 

source as per local regulations.  This must to be installed with a union as this has to be removed for pump maintenance.
4.  Connect the hoses from vacuum pump to the side of the tank and to the dental office with the supplied hose and fittings.

7.  Install the cable from the Tank control panel to the Vacuum Pump control panel using the strain relief supplied on the  

   
box ( marked “high level switch” inside box ) and connect the wires to the  terminals 11 and 12, the wires are 
labeled.
8.  Install the cable from the Vacuum pump control panel to the Tank control panel using the strain relief supplied on the 

   
box ( marked “vac off consent” ) and connect the wires to terminals 10 and 10A, the wires are labeled.
9.  The electrical power is to be connected to the Vacuum pump control panel by qualified personnel.
